
Table B-2.  Summary Data of the QuikWater 2.8 MMBtu/hr Direct-Contact Water Heater Model 2500

Average Flow Flow Flow EPA Fuel Difference NOX NOX NOX NOX
Run ∆P ft/sec ACFM DSCFM F factor SCFH *  % ppmvd  @3%O2 lbs/hr lbs/mm

1 0.090 6.22 1,054 378 384 1,502 -1.5% 5.57 7.99 0.02 0.01
4 0.099 6.86 1,161 420 394 1,521 6.4% 5.85 8.44 0.02 0.01
7 0.099 6.87 1,163 427 388 1,533 9.1% 5.98 8.45 0.02 0.01

Avg 1,519  8.29 0.01

Average Flow Flow Flow EPA Fuel Difference NOX NOX NOX NOX
Run ∆P ft/sec ACFM DSCFM F factor SCFH *  % ppmvd  @3%O2 lbs/hr lbs/mm

2 0.110 7.65 1,296 464 507 2,030 -9.3% 4.66 6.53 0.02 0.00
5 0.117 8.10 1,373 496 507 2,014 -2.1% 4.72 6.63 0.02 0.00
8 0.123 8.51 1,441 528 502 2,022 4.9% 4.66 6.46 0.02 0.00

Avg 2,022 6.54  0.008

Average Flow Flow Flow EPA Fuel Difference NOX NOX NOX NOX
Run ∆P ft/sec ACFM DSCFM F factor SCFH *  % ppmvd  @3%O2 lbs/hr lbs/mm

3 0.132 9.12 1,545 555 656 2,632 -18.1% 3.99 5.55 0.02 0.00
6 0.137 9.49 1,607 579 660 2,658 -13.8% 4.15 5.74 0.02 0.00
9 0.131 9.06 1,535 543 656 2,672 -20.8% 4.13 5.66 0.02 0.00

Avg 2,654 5.65 0.006
Firing Load H2O TS TS CO CO CO CO CO *Statistica

Run mmBtu/hr % % F R ppmvd  @3%O2 lbs/hr lbs/mmBtu lbs/mmcf Pollut
1 1.58 56.33 56.4% 185 645 4.74 6.80 0.008 0.005 5.21  
4 1.60 57.04 56.0% 184 644 3.56 5.13 0.007 0.004 4.29
7 1.61 57.49 55.4% 183 643 1.39 1.96 0.003 0.002 1.69 NOX
2 2.13 76.13 56.4% 185 645 1.95 2.74 0.004 0.002 1.95
5 2.11 75.53 56.1% 183 643 1.84 2.59 0.004 0.002 1.98  
8 2.12 75.83 55.4% 183 643 1.47 2.03 0.003 0.002 1.67     *Statisti
3 2.76 98.70 56.3% 185 645 2.53 3.51 0.006 0.002 2.33 Pollut
6 2.79 99.68 56.2% 183 643 1.94 2.69 0.005 0.002 1.85
9 2.81 100.20 57.0% 183 643 2.27 3.12 0.005 0.002 2.02

NOX

**C. I. = 
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