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Executive Order G-70-175
Figure 2A-2

AST VIR Piping Schematic (Typical)

IMPORTANT

MINIMUM DISTANCES

50 FT. BETWEEN PROCESSOR
MIN. AND TANKCONTAINMENT WALL

20 FT BETWEEN PROCESSOR
MIN. AND CLOSEST TANK VENT

30 IN. FROM TOP OF PIV UP
MIN. TOTOPOFOVERFILL LOOP

DROP OUT
TANK
OR
AUTOMATIC SIPHON
(SUPPLIED
BY OTHERS)

DISPENSER

I ONLY VAPOR PIPING SHOWN I


