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Executive Order G-70-70-AC

Figure 3-A

Healy Vapor Recovery System with Model 100 Jet Pumps
Typical Vapor Return Piping Configuration

With Standard Dispensers

Healy Nozzle

Swivel Required On
Nozzle End of Hose

1---- Hose Adapter

~f----- Co-Axial Hose

1-41----- Jet Pump
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7 ',U=======::;:3 Vapor Return

3/4 inch Minimum I.Q. Galvanized Pipe Riser;
Minimum length = 16 inches

1/2 inch 0.0. Copper
Tubing

3/8 inch 1.0. Minimum
Vapor line~


