
Modification Highlights—Executive Order VR-102-N 

 All references to revision level in the legal language and exhibits along with the 
ARB Approved Installation, Operation and Maintenance Manual (IOM) have been 
changed to letter N. 

 Exhibit 1 has been updated to list the Remote Additive Fill (configuration only— 
no pictures because it’s from components already certified and shown). 

 Exhibit 2 has been updated to include a new figure (Figure F) that shows the 
Remote Additive Fill configuration.  Other figures letter numbers have been 
updated (i.e. previous Figure F has become Figure G, etc.). 

 Exhibit 2 has also been updated with the following requirement related to fuel 
additives: 

Any gasoline additive can be used only if prior to use, OPW provides a 
written response that the additive is compatible with the OPW Phase I 
system.  OPW can be contacted at 
http://www.opwglobal.com/TechSupport/TechnicalServiceAssistance.aspx.  

 IOM Modifications: 

 Table of contents updated showing new section for Remote Additive Fill 
configuration.  Page numbering references updated. 

 Added installation instructions for Remote Additive Fill Configuration (4 pages). 

  

 


